HARRISBURG-RALEIGH AIRPORT
IL PROJ. NO. HSB-3614
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PLAN NOTES 3| =
D
) 3-#8, 600 volt Type C in UD (PAP! 6). -~
(2) 3-#8, 600 volt Type Cin UD (Runway 6 REIL).
(3) See Sheet 6 for continuation of feeders.
(4) Existing VASI box, foundation and associated wiring to be removed. Fill area as needed
to existing grade. Abandon remainder of existing underground cable in place.
{5) See Sheet 8 for PAPI 6 system layout details.
{6) REIL system for Runway 6. See details, Sheet 8.
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